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TfUWSMllTAL OF THE BUILOlNG 440 WESTSIDE - RECONNAISSWE LEVEL 
C H A R A C ~ I Z A T D N  REPoRTPRE-EMOLiTlON SURVEY REPORT (RLCWPDSR) D W W 5  

* 4 

' Cad& ptoieCt Management Dlvislon 

W d e d  for your wlaN and approval k the enclosed subJed repod for the Building 440 Westskie. 7his 
mport characterizes the physlcel. chemical and radiological hazards Bssociaied wtth this facilHy. 
surnmau3zes the chatademon adlvltles, Wtnes lhe Data Quality Ol$edhms developed for this 
chmdafization, awl presents the data quality assessment, vsrificaiion and validation of results. 
Bullding 440 Westside was an 'aniidpded' Type 2 RFCA fadlii prior to the perfotmar~ce of thii 
RLC/PDS effaft. A TLpe 2 R E  had not ye( been perfmed In thls buMhq because the bullding had 
been kt opemilon untJ recenlJy, thus !be maiOrpr of the bdditrg surfaces were inaccessible for 
charaderireti6n. Since the perfoman@ d ltrls W-CPDS Mod was performed in accbFdal)cB with the 
PrtP.Demotiaion Survey Plan {MAKIII-PDSP), no further chatactecizetion ofthe Mlding is necesmry. 
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R e s u b  indicate tha! no beryllium oc esbestos contarnmtbn e W s  in excess of the Pw unresttided 
idease limits in the Building 610 \Nestslde. Radiological fijcred mnlmlnallon eDdsts on the lbor in Room 
123A. The blevatad 4rea Mthe POwW be prnbcted priorto demol i ,  and rem0t)cd and managed a$ 
Iow-level waste &LW) during slab removal. Addit)onaUy, the Internally oontantinated BJdlng 440 HEPA 
Exhaust Plenum Is Sria remaining inside Roam 122. This plenum has been sealed dosed and win be 
proteded prlardernoliion, and re- and managed during demdit-on as UW. All other areas W n  
Building 440 Bre less than the radiofoglcer PDSP u m e d  release limzLs. Based on thhe'6ne))isis of 
radiiaglcal, Ghemicai and physical hazads, Bulldlng 440 Westside Is classified 85 a RK'A Type 2 
facility pwsuknt to the WET3 Decommfssioning FVogmm Plan @PP; K-H, 1 fJ99). AddAlonaRy, there [s 
wprwbnatdy 3od square fed of c#egory 1 hon-fnable asbestos nwti le that wil remain in me faciti! 
CMfQ demolilion. The BuiMing 440 WestsW strudure can be demolished end the wade managed as 
sanitary waste and LLW as apprbprlate. 

Please ndiry Kalser-HiU when yw I r a m i t  this document to CDPHE. tf yw have any questions, do not 
hesitate io call me ot Duane Persons at extmlon 6456. 

&& wa 9- 
3ennis W. Fmera 
rliw PFesweni qnd Project Managor 
Sernedidion, lnduslrld bBD and Sit6 Services 
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I 

CLOSED 
LTR APPROVALS: 

!A-A-002750 



~ 

, . .. .. Jun 9 2005 17 :38  IJ. u1 CO DEPT HELTH HAZ M A T  Fax:3036399833 . .  
.. - .- . .. . . .. . .  . .  

. 
Mr, JohnRampe 
Director, Project hbagement Division 
U.S. Department of Energy, Rocky Flat8 Project Office 
12101 Airport Way, Unit A 

T*p hsg *e cd4fJrw$ FmCn -- tCH 
Phone# m e  c 

Fax# Fa* # 

RE: Recmnaiseance Level Characteriaatfon Report (RL,CR)/Pre-DmoMon Survey Report (PDSR) for 
Bnildiag 440 W e d d e  - Concurrence & Approval 

Dear Mr. Rampe: I 

The Colorado Department of Public Health and Envikonmen.t, Hazardous Materials and Waste Managcment 
Division has reviewed the RLCIUPDSR for Building 440 Westaide Closure Project, Revisiah 0 dated June 1, 
'2005. Revisions have been made based m comments provided. We received a copy of your letter regarding this 
KKWPDSR on June 7,2005, Based on the information contained in this RILCWPDSR, BS revised, we are 
hereby concurring that Building 440 Westaide is a Type 2 Facility. We are also approving the PDSR, as revised, 
for B440 Westside. 

Although we are approving the PDSR for €3440 Westside, it is recognized (as stated in the PDSR) that 
radiological ~ ~ n t ~ ~ ~ h t i ~ m  remains m B440 Westside. It is also ot.ti understandrn * g that asbestos cmtainmg non- 
fiiable floor tile remains in B440 Wesbide. As such, we expect to receive specific work plans andor a Facility 
Disposition MOP Notification to properly identify the wtivities that will be implemented to demolish €3440 
We*& and to properly protect, manage, andor remove and dispose of tbc contaminated portions of B440 
WeStSide. 

Xf you have any questions togarding this correspondence pleasc contact me at(303) 692-3367 or David Kruohck 
at (303) 692.3328. 

Cameron Freiboth, KH 
Dave Shelton, KH 
Steve Nssta, KH 
Administrative Records - Mountain View 


